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A B S T R A C T   
 
This review highlights the importance of conducting biological stability evaluation due to water reuse pro- 
gression. Specifically, assimilable organic carbon (AOC) has been identified as a practical indicator for microbial 
occurrence and regrowth which ultimately influence biological stability. Newly modified AOC bioassays aimed 
for reclaimed water are introduced. Since elevated AOC levels are often detected after tertiary treatment, the 
review emphasizes that actions can be taken to either limit AOC levels prior to disinfection or conduct post- 
treatment (e.g. biological filtration) as a supplement to chemical oxidation based approaches (e.g. ozonation and 
chlorine disinfection). During subsequent distribution and storage, microbial community and possible microbial 
regrowth caused by complex interactions are discussed. It is suggested that microbial surveillance, AOC 
threshold values, real-time field applications and surrogate parameters could provide additional information. 
This review can be used to formulate regulatory plans and strategies, and to aid in deriving relevant control, 
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Nowadays, water reuse is being increasingly considered as an im- 
portant aspect to alleviate water-related challenges such as water 
scarcity and water environment contamination (Verstraete et al., 2009). 
With the continuous exploitation and development of water reuse ap- 
plications, it is vital to guarantee the reclaimed water stability for long- 
term sustainable water reuse (Luo et al., 2014; Tran et al., 2015). Many 
studies have observed apparent microbial regrowth situations during 
water reuse practices, including open storage tanks (Ajibode et al., 
2013), distribution systems (Jjemba et al., 2010; Thayanukul et al., 
2013), and end uses, such as urban replenishment ponds, agricultural 
irrigation and industrial cooling systems (Alley, 2007). Excessive mi- 
crobial regrowth in reclaimed water can cause nuisances, such as de- 
terioration of odor and color, biofouling of membranes, clogging of 
facilities and corrosion of distribution pipes (Shan et al., 2005; Ghunmi 
et al., 2010). More importantly, the presence of some opportunistic 
pathogens can bring about health risks and public misgivings 
(Narasimhan et al., 2005). This could hinder the further expansion of 
water reuse market to a large extent. For instance, Legionella reportedly 
can survive in cooling water and ornamental water features using re- 
claimed water, which is likely to cause pneumonia symptoms or other 
health  related diseases (Fykse  et al., 2016). 
Therefore, biological stability is one of the key issues to be eval- 
uated in water reuse management in order to prevent microbial re- 
growth and reclaimed water quality deterioration (Ryu et al., 2005; 
Thayanukul et al., 2013). It is defined as the concept of maintaining 
microbial water quality from production up to consumption (ISO, 
2017). It is further explained as the inability of water or a material in 
contact with water to support microbial growth in the absence of a 
disinfectant (van der Wielen and van der Kooij, 2010). Achieving and 
maintaining biological stability not only implies producing biologically 
stable water after treatment but also ensures that storage, distribution 
and end use processes not to generate or promote uncontrollable 
changes in microbial concentrations (Prest et al., 2016). Given the 
possibility of opportunistic pathogen regrowth in reclaimed water, 
microbial community and bioavailability of organic carbon can also be 
taken into account (Cheng et al., 2016). 
To date, there is no unified method to quantify the biological sta- 
bility of reclaimed water (Garner et al., 2016). It is generally noticed 
that concentrations of available organic and inorganic nutrients are 
major factors governing the extent of bacterial growth (Shan et al., 
2005; Thayanukul et al., 2013, 2016). Organic carbon is considered as 
the dominant growth limiting compound for bacteria and biological 
stability is thusly often evaluated by biodegradable dissolved organic 
carbon (BDOC) and/or assimilable organic carbon (AOC) concentra- 
tions (Escobar et al., 2001; Prest et al., 2016). Moreover, some studies 
claimed that additional information on microbial community using 
advanced techniques, such as flow cytometry, adenosine triphosphate 
(ATP) and pyrosequencing can be complementary to conventional 
parameters to account for bacterial dynamics in storage and distribu- 
tion (Lautenschlager et al., 2013; Prest et al., 2014). Nevertheless, AOC 
can be considered as the first evaluation of biological stability that can 
provide indications for optimization and control of treatment processes. 
Since AOC can still influence biological stability at µg/L levels, there is 
a significant need to analyze the impacts of different treatment tech- 
nologies on this indicator. 
Consequently, this study aims to give an overview of existing bio- 
logical stability indicators and add emphasis on AOC for assessment. 
Given distinct differences between reclaimed water and drinking water, 
a necessity to adopt the AOC bioassay that is specially targeted for re- 
claimed water is highlighted. Afterwards, the study evaluates how this 
indicator is influenced by different advanced water reuse treatment 
processes comprehensively, followed by a deep discussion on chal- 
lenges and potential needs for biological stability control and man- 
agement.  Better  insight  into  biological  stability  control  of reclaimed 
water can produce more reliable risk assessment and help to guarantee 
sustainable water reuse. 
 
2. AOC for biological stability evaluation of reclaimed water 
 
2.1. Typical approaches for biological stability evaluation 
 
A number of methods were reportedly used for biological stability 
evaluation. One approach is to quantify indigenous bacterial biomass 
(colony-forming units, CFU), such as bacterial growth potential (BGP) 
and biofilm formation rate (BFR) (Sathasivan and Ohgaki, 1999). An- 
other alternative approach is to quantify changes of nutrients present in 
water, such as AOC, BDOC and microbially available phosphorus (MAP) 
(Wang et al., 2014a, b; Zhang et al., 2016). The comparisons and 
characteristics of different methods are listed in Table 1. Notably, AOC 
displays a better correlation with bacterial growth compared to BDOC 
(Escobar et al., 2001). It is defined as the fraction of labile dissolved 
organic carbon (DOC), namely the low molecular weight organic 
carbon contents, e.g. sugars, carboxylic acids and amino acids, that is 
more easily utilized and converted to cell mass by heterotrophic bac- 
teria than the other types of organic carbon (Liu et al., 2015). Thus,  
AOC bioassay is widely adopted to give an indication of bacterial re- 
growth potential (Escobar et al., 2001; Zhao et al., 2013). However, 
since AOC measurements could not directly reflect microbial compo- 
sition, not to mention the biological instability caused by autotrophic 
bacteria growth (e.g. denitrifying and ammonium oxidizing bacteria), 
some recent studies also call for the identification of microbial com- 
munity changes in distribution systems (Lautenschlager et al., 2013; 
Prest  et  al., 2014). 
 
2.2. Measurement of AOC for biological stability evaluation 
 
2.2.1. Typical AOC levels of drinking water and reclaimed water 
Dissolved organic matter (DOM) present in reclaimed water can be 
apparently distinct from that of drinking water in terms of DOC, dis- 
solved organic nitrogen (DON) and AOC (Hu et al., 2016). Reclaimed 
water, even tertiary treated, usually contains higher amount of DOM in 
regard to soluble microbial products, synthetic organic compounds, etc. 
with greater fluctuations (Ma et al., 2013; Diamantis et al.,  2014;  
Farooq et al., 2015; Verstraete et al., 2016; Bustamante and Liao, 2017). 
Specifically, AOC concentrations in most treated drinking water (after 
coagulation and/or ozonation processes) are less than 500 μg/L, and 
over 80%  of drinking water samples have AOC levels below 200 μg/L 
(Fig. 1). Afterwards, AOC levels are slightly decreased due to bacterial 
growth in pipelines (Liu et al., 2002). 
Comparatively, AOC levels in reclaimed water could be 5–10 times 
higher than that of drinking water. Weinrich et al. (2010) conducted a 
survey of 21 water reclamation plants (WRP) in the U.S. and found an 
AOC level of reclaimed water from 45 to 3200 μg/L with a median 
value  of  450 μg/L.  Besides,  Thayanukul  et  al.  (2013)  investigated 6 
WRPs in Japan and claimed that AOC levels of secondary effluent and 
tertiary effluent from various processes  were  66–138 μg/L  and  36–
446 μg/L (median: 316 μg/L) respectively. In addition, based on 5 
WRPs in China, Zhao et al. (2014a, 2014b) concluded that AOC levels of 
secondary effluent and tertiary effluent from various processes were 
57–8150 μg/L (median: 223 μg/L) and 22–3036 μg/L (median: 870 μg/ 
L)  respectively.  As can be seen from Fig. 1, AOC  levels in  tertiary ef- 
fluent were much higher than that of secondary effluent. Significant 
variations of AOC levels existed due to the adoption of different treat- 
ment approaches. It is important to conduct further analyses since high 
AOC amount in reclaimed water has high potential to provide an en- 
vironment for the rapid regrowth of certain microorganisms and affects 
biological  stability  (Thomure et  al., 2014). 
 
2.2.2. AOC bioassay for reclaimed water 




















Comparison of different methods for biological stability evaluation. 
 
Method    Main concept Measurement Test parameter 
(units) 
 
Strengths Weaknesses Suitable application field References 
 
AOC The consumption of DOC for bacterial 
biomass growth 
 
The maximum growth of a test 
pure  organism(s)  or 
indigenous bacteria that is 





Bacterial need for organic 
carbon is much higher than 
other nutrients 
The results allow for 
comparisons among 
different  water samples 
 
Merely reflects the easily assimilable 
part in DOC 
Complexity and labor-intensive in 
manipulation 
 
Evaluation of microbial 
regrowth in various water 
qualities 
 
Hammes and Egli 
(2005), Zhang et al. 
(2016) 
BDOC The consumption of DOC to catabolize 





BFR The  rate  and extent of biofilm 




BGP The maximum bacterial count that can 
achieve owing to diverse compounds 
available in water and complex 
interactions among  indigenous 
bacterial population 
 
MAP The bacterial maximum  growth from 
inoculation until stationary phase with 
phosphorus as the standard substrate 
The difference between initial 





The flux of substrate through 




The maximum bacterial count 
after inoculation of indigenous 




The linear relationship 
between MAP value and the 
concentration of phosphorus 
mg/L Bacterial requirement for 
organic carbon is much 
higher than any other 
nutrient 
Encompasses almost all of 
biodegradable organics 
pg ATP/cm2·d A   considerable biofilm 
formation can be developed 
despite of low AOC levels 
 
 
CFU/mL The  nature of limiting 
nutrient is identified 
Indigenous inoculum could 
better  represent the system 
 
 
μg PO4-P/L Phosphorus can be 
measured and controlled 
even at low concentrations 
All bacterial need 
phosphorus as vital part 
compared to BDOC 
Less sensitivity for analysis (i.e. 
detection limits are at least an order 
of magnitude greater than AOC and 
BGP) 
No significant correlation to 
bacterial growth 
Very low concentrations of readily 
biodegradable compounds may 
affect  biofilm formation 
Test duration needs weeks to months 
Complexity in manipulation 
Lack for guideline values and 
standardized methods 
Difficulties in comparison for 
different water samples and  the 
same sample under different time 
and  space scales 
The growth-determining factor in most 
waters is usually carbon, owing to the C: 
N: P molecular ratio of bacteria and 
biomass   (100:10:1) 
Evaluation of the reduction in 
chlorine demand or DBPs 




Determination of the ability of 




Direct evaluation of what really 





Regions where  microbial 
growth in water is restricted by 
phosphorus content rather than 
organic carbon 
Sathasivan and Ohgaki 
(1999),  Escobar  and 
Randall (2001), Zhang 
et al. (2016) 
 
 





Sathasivan and Ohgaki 





Lehtola et al. (1999), 




Abbreviations: AOC, assimilable organic carbon; ATP, adenosine triphosphate; BDOC, biodegradable dissolved organic carbon; BFR, biofilm formation rate; BGP, bacterial growth potential; CFU, colony-forming units; DBPs, disinfection byproducts; 






















Fig. 1. AOC and DOC concentrations of reclaimed water and drinking water. Notes: 
statistical data were collected from scientific papers published in  recent  15 years; the 
ovals in the chart indicate rough variation ranges of statistical data. 
 
drinking water field where Pseudomonas fluorescens P17 and Spirillum 
sp. NOX were commonly taken as test strains (van der Kooij et al., 
2015). Many studies have been performed to further modify, simplify 
and enhance the test speed. While some studies are devoted to opti- 
mizing inoculum and incubation conditions of plate count technique 
(Escobar et al., 2000), other AOC quantification approaches are also 
developed, such as turbidity method (Werner and Hambsch, 1986), ATP 
luminescence (LeChevallier et al., 1993), bioluminescence (Jeong et al., 
2013), flow cytometry method (Hammes and Egli, 2005) and microbial 
fuel cell biosensor (Quek et al., 2014, 2015). Recently, an additional 
strain, Flavobacterium johnsoniae A3, is also considered in the AOC plate 
count test because of its ability to utilize proteins and polysaccharides 
that could not be utilized by strains P17 and NOX (van der Kooij et al., 
2015). More detailed descriptions and comparisons on different AOC 
bioassays can be found in Ross et al. (2013) and Wang et al. (2014b). 
However, these methods are mostly established by experiments based 
on drinking water or seawater. Considering the distinct organic matter 
and microbial composition of reclaimed water compared to drinking 
water and seawater, information from existing AOC bioassays could be 
insufficient for  biological stability evaluation  of reclaimed water. 
Consequently, Weinrich et al. (2009) developed bioluminescent 
strains which were mutagenized based on P17 and NOX with luxCDABE 
luminescence operon fusion and inducible transposons. They applied 
the modified bioluminescence test for AOC determination in reclaimed 
water and produced consistent results over a yearlong study. Still, the 
engineered strains were unable to fully reflect the complexity of re- 
claimed water. Besides, the difficulties in mutagenesis and low effec- 
tiveness of strains in low sensitivity luminometers also hinder its ap- 
plication. Furthermore, Zhao et al. (2013) discovered that AOC values 
of reclaimed water detected by three new strains, namely Steno- 
trophomonas sp. ZJ2, Pseudomonas saponiphila G3 and Enterobacter sp.   
G6 could be 2–8 times higher than that based on P17 and NOX. These 
newly adopted strains showed higher ability to utilize organic com- 
pounds in reclaimed water. They further declared that polymers and 
carbohydrates can be better utilized by ZJ2 and G3 whereas amines and 
carbohydrates can be better utilized  by G6. 
To address the diversity of natural microbial community in water 
samples, other recent studies were conducted by using indigenous mi- 
crobial cultures as inoculum which is believed to better represent actual 
AOC levels in natural conditions. For example, Elhadidy et al. (2016) 
optimized the flow cytometry AOC method with an indigenous bac- 
terial community. Over one year study, the method was found to be 
applicable to a wide range of water types including water bodies with 
high organic content. They further detected that microbial community 
with high nucleic acid content responded faster to an increase in nu- 
trients or a decrease in water temperature. Although flow cytometry 
method is sensitive and can provide additional information of inactive 
and/or unculturable microorganisms, it tends to be costly and often has 
high levels of background for particles (Li et al., 2017). 
Moreover, Li et al. (2017) optimized the procedures and conditions 
of ATP luminescence AOC bioassay method and used indigenous bac- 
teria as inoculum for AOC determination in reclaimed water. This 
method is considered to be fast, stable and accurate for assessing and 
monitoring the AOC levels in reclaimed water. They reported that in 
reclaimed water, the indigenous microbial cultures could make better 
use of matrix carbons compared with the pure strains, but the com- 
plexity of microbial community could significantly influence the AOC. 
Nevertheless, this analysis may be subject to background interference 
(e.g. chemical compounds and free ATP in  water). 
Notably, the performance and suitability of different AOC bioassays 
largely depend on water quality characteristics. The uncertainties in 
some new strains and the complex interactions between different 
strains in indigenous microbial inoculum need further clarification 
(Wang et al., 2014b). Despite that the advanced AOC bioassays could 
significantly shorten the test time to 3–4 days and tend to provide a 
more accurate AOC result than pure test strains, future studies are 
needed to overcome possible issues associated with microbial commu- 
nity impact and biological volume or ATP per cell (Li et al., 2017). 
 
3. Effects of treatment and disinfection approaches on AOC levels 
for biological stability in water reuse systems 
 
According to Fig. 2, in a typical water reuse system consisting of 
sequential treatment processes, distribution and intended use, AOC le- 
vels vary significantly and change seasonally. A high concentration of 
AOC introduces microbial growth potentials and leads to difficulties in 
reclaimed water quality  management  (Thayanukul  et  al.,  2013;  Yu 
et al., 2017). Thus, it is essential to further understand the effects of 
reclaimed water treatment processes on AOC levels and to identify the 
ideal treatment combination and/or management approach for biolo- 




Coagulation normally promotes the interaction of small particles to 
form larger particles and is expected to reduce total dissolved solid 
levels and many other organic and inorganic constituents (Suarez et al., 
2009; Thomure et al., 2014). In drinking water field, the effects of 
coagulation on AOC levels were reportedly inconsistent. Many articles 
observed a decrease of AOC concentrations ranging from 16 to 38% 
after coagulation and filtration (Liang and Ma, 2009; Zhang et  al., 
2016), and the removal of AOC measured by NOX (AOCNOX) was 
generally less efficient than that measured by P17 (Wang et al., 2015). 
However, other studies reported little or no AOC removal by coagula- 
tion (Volk et al., 2000; Tian et al., 2008). They claimed that AOC was 
more difficult to be removed during coagulation than BDOC, probably 
because AOC was mainly composed of small, non-humic molecules that 
were not amenable to coagulation (Volk et al., 2000). 
In terms of reclaimed water, Thayanukul et al. (2013) analyzed 
samples from 6 WRPs in Japan using P17 and NOX as test strains and 
stated that coagulation can lower the AOC amount in secondary ef- 
fluents to some extent. Comparatively, Zhao et al. (2014a) adopted P17, 
NOX and three new strains, ZJ2, G3 and G6 for AOC test in China and 
noticed considerable increases in AOC levels in secondary effluents 
after coagulation. The study suggested  that  high  molecular  weight 
(> 10 kDa) organic matters (e.g. polysaccharides and proteins) showed 
an inhibitory influence on microbial growth. The coagulation process 





Fig. 2. AOC and DOC concentrations in reclaimed water 
along a typical water reuse system (data sourced from 
Thayanukul et al., 2013). Notes: In this dual Y-axis chart, 
the boxes and whiskers colored in black correspond to the Y- 
axis on the left (i.e. AOC concentration). The boxes and 
whiskers colored in blue correspond to the Y-axis on the 


















matters, resulting in AOC increase after coagulation. Similar results 
were obtained by Yu et al. (2017) in which membrane bioreactor (MBR) 
effluents after coagulation were analyzed. It was found that organic 
matters removed by coagulation that resulted in AOC increase were 
actually substances having aromaticity (indicated by ultraviolet ab- 
sorbance at the 254 nm wavelength, UV254) but displaying little fluor- 
escence. Overall, although coagulation process can remove DOM and 
DOC concentrations to some extent, this approach alone is unable to 
guarantee a biologically stable reclaimed water. Post-treatment pro- 
cesses need to be conducted in following steps. 
 
3.2. Membrane filtration 
 
Membrane filtration technologies mainly include microfiltration 
(MF), ultrafiltration (UF), nanofiltration (NF) and reverse osmosis (RO) 
(Guo et al., 2012). The pore size of MF and UF membranes are 0.1–1 μm 
and 0.01–0.1 μm respectively (Yuan and He, 2015; Duncan et al., 2017; 
Zuthi et al., 2017). Since the organic matters less than 1 kDa constitute 
the major part of AOC, MF and UF present little effect on AOC removal 
(LeChevallier, 1999). Moreover, some studies indicated that NF (pore 
size of 0.001–0.01 μm) could reduce AOC levels in drinking water to 
some extent but was not sufficient to restrict bacterial growth. The NF 
membranes could have an efficiency on AOC removal ranging from 
34% to 95% (Park et al., 2005; Meylan et al., 2007; Park et al., 2012). 
Nevertheless, other publications illustrated that NF could almost com- 
pletely remove BDOC but did not influence AOC levels largely 
(LeChevallier, 1999; Escobar et al., 2001). Comparatively, RO showed 
clearly a better removal of AOC and could act as an efficient barrier (Liu 
et al., 2007; Meylan et al., 2007; Thayanukul et al., 2013). Noticeably, 
Escobar et al. (2000) suggested that apart from size exclusion, AOC 
removals by both NF and RO membranes were strongly affected by 
charge repulsion. The increased hardness and ionic strength or lower 
pH could lead to charge masking of negative surface charge of the 
membrane, thereby reducing the AOC removal significantly. Hence, 
water source quality also has a great impact on AOC  removal. 
In practice, membrane-based water reuse systems normally follow a 
sequence of filtration steps and dual membrane systems comprised of 
MF/UF and RO modules are commonly applied. Pretreatment processes 
before RO can reduce the turbidity of feed water, mitigate membrane 
fouling potentials and enhance RO operation (Shan et al., 2005). Shan  
et al. (2005) demonstrated that a MF-RO system was able to achieve 
96.1–98.7% of AOC removal and the AOC was detected in the RO 
permeate ranged from 10 to 50 μg/L. Furthermore, in full-scale WRPs 
with several treatment trains, RO could produce reclaimed water with 
significantly lower AOC content compared to other advanced treatment 




Ozonation has been widely used for water and wastewater treat- 
ment and disinfection processes due to its strong oxidizability (Singh 
et al., 2008; Tripathi et al., 2011; Zhao et al., 2014b). However, sharp 
increases of AOC levels after ozonation have been discovered in both 
drinking water and reclaimed water treatment processes. For instance, 
in reclaimed water, several papers found that ozonation increased AOC 
by 3–7 times and a higher ozone dosage led to an elevated AOC pro- 
duction (Wert et al., 2007; Thayanukul et al., 2013; Zhao et al., 2014b). 
The mechanism for the AOC increase during ozonation has been 
further studied. In drinking water field, some researches suggested that 
ozonation can transform larger molecules into smaller ones (e.g. alde- 
hydes, ketones and organic acids), making the organic matters more 
biodegradable and easily be utilized by microorganisms (Hammes et al., 
2006). In terms of reclaimed water, Zhao et al. (2014a) discovered that 
the decrease of high molecular weight (> 100 kDa and 10–100 kDa) 
fractions by ozonation mainly caused AOC increase since they found 
that these fractions exhibited an inhibitory influence on microbial 
growth. The removal of large molecules before ozonation (e.g. via 
membrane filtration) could thus be considered so as to reduce the AOC 
formation potential during ozonation. In drinking water treatment, 
biological activated carbon (BAC) or biological filters are often 
equipped after ozonation for subsequent treatment of byproducts so as 
to ensure a good quality of the final effluent (Polanska et al., 2005; Wert 
et al., 2007). While in reclaimed water treatment systems, ozonation is 
usually installed after sand filtration, membrane filtration and other 
biological treatment processes and is regarded as the last process before 
disinfection (Zhao et al., 2014b). In future system designs, it is indis- 






3.4. Biological filtration and adsorption 
 
Biological filtration is considered to be a cost-effective and reliable 
technology for organic compound removal from water as well as waste 
gas streams (Yang et al., 2010; Iaconi, 2012). In drinking water treat- 
ment, biological filtration and adsorption process is usually equipped 
after ozonation for AOC control because ozonation process could 
transform larger molecules into smaller ones, resulting in an easier 
adsorption or a degradation of the byproducts through subsequent unit 
processes (Hu et al., 1999). For example, Yang et al. (2011) evaluated 
the AOC removal using ozone-BAC process and demonstrated that al- 
though ozonation increased the AOC level by 57%, the following BAC 
process reduced the AOC level by 82% and achieved an average AOC 
level of 15 μg/L. They suggested that both filtration by adsorption and 
biodegradation processes by beta-proteobacteria bacteria contributed to 
the AOC removal. Likewise, Hu et al. (1999) tested an ozone-granular 
activated carbon (GAC) system. They observed that AOC level was in- 
itially increased by 119% during ozonation but then decreased by 80% 
after GAC. Meanwhile, DOC level was also reduced by 11% after GAC. 
The low AOC/DOC value indicated that GAC could enhance the bio- 
logical stability of the effluent. At the same time, a biological ceramic 
treatment system was assessed, which was beneficial to minimize bac- 
terial regrowth in distribution system by an AOC removal of about 45%. 
In addition, Wert et al. (2008) operated an ozone-biofiltration system 
where the filtration system consisted of three filters equipping sand and 
anthracite filter media. They reported approximately 60% of AOC re- 
moval by biofiltration system. 
However, it is worth noting that the effect of biological filtration 
processes on AOC removal may be subjected to seasonal changes. 
Ohkouchi et al. (2011) observed that although BAC could remove 50% 
of AOC in summer, it could hardly reduce AOC level in winter season. 
At low water temperature, low bacterial activity to AOC could be the 
reason for low performance of BAC. Besides, along with operational 
time, fresh GAC is normally added to recover the adsorptive capacity, 
but it normally takes time to establish an effective biological activity as 
measured by reduction of AOC. Apart from possible long duration to 
achieve a stable performance, one major drawback of applying biolo- 
gical filtration is the detachment of biofilm and likely detection of 
bacteria (i.e. heterotrophic plate count, HPC or particle associated 
bacteria) in filtered water, which may lead to aesthetic issues such as 
high turbidity (Cecen and Aktas, 2011; NRC, 2012). Other factors that 
can affect biological filtration performance include mass transport, 
biofilter configuration, microbial competition and inhibition, etc. (Yang 
et  al.,  2010). 
As for reclaimed water, current publications on ozone-BAC eva- 
luation mainly focused on bulk water quality parameters (e.g. bio- 
chemical oxygen demand, BOD, chemical oxygen demand, COD, total 
organic carbon, TOC, ammonia nitrogen, UV254 absorbance and color) 
and trace organic contaminants (Wang et al., 2008; Gerrity et al., 2011; 
Iaconi, 2012), biological stability issues of combined systems were not 
assessed in detail. Since biological stability of reclaimed water can be 
significantly degraded after ozonation, biological treatment processes 
after ozonation might be considered for AOC control but further in- 
vestigation is needed. In case of potentially low performance of biolo- 
gical filtration systems, some improvement in operation such as longer 
contact time can be needed to improve AOC removal (Ohkouchi et al., 




Disinfection is normally considered as an important approach after 
the treatment train to limit bacterial occurrence where disinfectants 
such as ozone, chlorine, chloramine or ultraviolet (UV) irradiation are 
added (Silva et al., 2010). Several studies demonstrated that chlorine, 
chloramine and other oxidants for disinfection could increase the AOC 
levels  in water (Okuda et al., 2006;  Weinrich et al., 2010). Particularly, 
Weinrich et al. (2010) investigated 4 WRPs in the U.S. and observed a 
large increase of AOC after chlorination and especially AOCNOX had 
been increased by an average of 290 ± 61%. NOX grew primarily on 
carboxylic acids and oxalate and higher concentration of AOCNOX was 
related to oxidation byproducts from chlorine. As the oxidation po- 
tential of chloramine was less than that of chlorine, chloramine led to a 
lower degree of AOC increase. Moreover, Funamizu et al. (2004) 
evaluated the reaction of chlorine with organic matter in reclaimed 
water and implied that low molecular weight (less than 3000 Da) or- 
ganic matter (i.e. AOC) gave the larger reaction rate. Comparatively, 
Ramseier et al. (2011) claimed that there was no significant AOC for- 
mation after applying chlorine dioxide and chlorine. 
As for UV disinfection, conclusions regarding their effects on AOC 
concentrations from different publications are inconsistent. Some arti- 
cles discovered increased AOC after UV irradiation and showed that the 
bioavailability of organic matter could be enhanced by UV as the 
generation of oxygen-rich compounds as well as the increase of low 
molecular weight compounds such as amino acids and carbohydrates 
(Shaw et al., 2000; Thayanukul et al., 2013). Higher UV irradiation 
doses could lead to elevated AOC concentrations (Ijpelaar et al., 2005). 
Nevertheless, others detected no obvious impact (Polanska et al., 2005) 
or even declined AOC levels (Lehtola et al., 2003). Differences in or- 
ganic compositions, UV irradiation dosage and treatment performance 
might result in various effects (Thayanukul et al., 2013). Overall, the 
impact of UV disinfection on AOC was generally lower than that of 
chlorination and ozonation. Besides, for ozone disinfection, since ozo- 
nation could produce considerably high AOC levels (Section 3.3), this 
approach could hardly ensure the biological stability of reclaimed water 
in subsequent distribution and storage systems, which call for addi- 
tional combined treatment and/or disinfection approaches. 
 
3.6. Comparison  of  different  approaches on  the impact of AOC  levels 
 
As aforementioned, different treatment approaches exhibit distinct 
influences on AOC and DOC levels based on various mechanisms 
(Figs. 3 and 4). It can be concluded that for physical separation based 
approaches  such as coagulation  and membrane  filtration, their effects 
 
Fig. 3. AOC variations by different treatment approaches. Notes: n stands for the number 
of statistical data; (1) data of coagulation, ozonation and disinfection processes mainly 
sourced from Weinrich et al. (2010) and Zhao et al. (2014a, 2014b); (2) data of UF and NF 
processes sourced from LeChevallier (1999), Park et al. (2005) and Meylan et al. (2007); 
(3) data of biological filtration processes sourced from Hu et al. (1999), Wert et al. (2008) 







Fig. 4. AOC variations versus DOC removals by different treatment approaches. Notes: 
(1) data of coagulation, ozonation and chlorination processes mainly sourced from Zhao  
et al. (2014a, 2014b); (2) data of UF and NF processes sourced from LeChevallier (1999), 
Park et al. (2005) and Meylan et al. (2007); (3) data of biological filtration  processes 
sourced from Hu et al. (1999). 
 
on AOC and DOC removals are mainly based on size exclusion and 
charge repulsion. Particularly, high efficiency on DOC removal by 
coagulation and membrane filtration processes mainly results from the 
removal of large humic molecules and soluble microbial products (Zhao 
et al., 2014a). In comparison, chemical oxidation based  approaches 
such as ozonation and disinfection produce apparently high levels of 
AOC due to oxidation effects. Nevertheless, the reported limited AOC 
removal (e.g. via coagulation, MF, UF and NF) or even significant AOC 
increase (e.g. via coagulation, ozonation and disinfection) suggest that 
the application of single treatment technology above could hardly re- 
sult in a biologically stable reclaimed water. Hence, dual membrane 
systems comprised of MF/UF and RO modules are considered, where 
RO can produce a water with low AOC content. Alternatively, a final 
biologically active filter can be applied after ozonation or chlorine 
disinfection, which is capable of removing low molecular weight or- 
ganic matters through biological oxidation degradation, filtration and 
adsorption. Noticeably, there are also possibilities that the abundant 
AOC precursors (i.e. hydrophilic organics such as poly- or oligo- 
saccharides, peptides or proteins) will remain in finished water even 
after advanced treatment processes (e.g. BAC), which can contribute to 
a new AOC formation during water distribution and storage (Ohkouchi 
et  al.,  2011). 
 
4. Control and management of biological stability for sustainable 
water reuse 
 
Advanced treatment and disinfection call for the concerns on AOC 
levels. Moreover, as biochemical and microbial water quality may be 
changed considerably during water reuse distribution, storage and end 
uses, additional control and management of biological stability are also 
required for sustainable water reuse. In addition to AOC, a number of 
factors may also contribute to biological instability, such as disinfectant 
residuals, temperature, pH, hydraulic conditions, residence time, stag- 
nation, pipe material and age of the distribution system, etc. (Ryu et al., 
2005; Lautenschlager et al., 2013). Hence, the complex  reactions  
among several variable factors are discussed, followed by practical 
control and management strategies. 
4.1. Disinfection and microbial surveillance in distribution and storage 
systems 
 
4.1.1. Understanding relationship between AOC formation and several 
variables 
Generally, it is expected that high nutrient levels in conjunction 
with low disinfectant amount mainly initiate microbial proliferation in 
reclaimed water distribution systems (Lee et al., 2015). Disinfection 
helps to reduce microbial contamination by maintaining disinfectant 
residuals such as free chlorine and chloramine throughout the dis- 
tribution system. Particularly, systems with high AOC concentrations 
are needed to maintain high disinfectant levels. Nevertheless, although 
super-chlorination or rechlorination can temporarily reduce microbial 
concentrations, due to rapid dissipation of chlorine in distribution 
systems, subsequent regrowth of microorganisms and indicators will 
still occur (Thayanukul et al., 2016). Disinfectant residuals also raise 
the concerns on disinfection byproducts (DBPs) formation, chlorinous 
odor and taste and biocorrosion of pipelines (Garner et al., 2016; 
Thayanukul et al., 2016). Besides, disinfectant residuals can react with 
particles, organics and pipe material releasing AOC that can be con- 
sumed by microorganisms, contributing to biological instability 
(Polanska et al., 2005; Ramseier et al., 2011). 
Specifically, high levels of disinfectant residuals cannot always 
completely eliminate bacterial growth (Liu et al., 2002; Ryu et  al., 
2005). LeChevallier et al. (1996) showed that with the increment of 
disinfectant levels, the incidence of coliform bacteria detection initially 
decreased and then increased as a result of elevated AOC levels and 
greater formation of DBPs. Following such rapid regrowth, microbial 
concentrations in reclaimed water remained constant despite prolonged 
residence time along the length of pipes. This could be due to the fact 
that when the oxidation is completed, AOC concentrations become 
constant as some microorganisms continue to grow, while others are 
dead and are lysed (Ajibode et al., 2013). In terms of microbial com- 
munity, Bautista-de los Santos et al. (2016) analyzed disinfected and 
disinfectant residual-free drinking water distribution systems by 16S 
ribosomal ribonucleic acid gene sequencing method and claimed that 
the differences of microbial occurrence were largely attributed to se- 
lective pressures exerted by the process of disinfection. However, cur- 
rent research on the use of such techniques within the context of re- 
claimed water is still limited. As for temperature effect, low bacterial 
activity in winter may account for a lower AOC reduction in distribu- 
tion system (Fig.  2). 
Apart from distribution systems, storage tanks and open reservoirs 
also provide opportunities for AOC to increase as a result of algal 
growth from photosynthesis, re-disinfection and contamination. 
Noticeably, algal cells can be a considerable source of biodegradable 
carbon, especially when being exposed to an oxidant such as chlorine 
(LeChevallier, 1999; Jjemba et al., 2010). Hence, maintaining  the  
quality of reclaimed water as it travels through distribution and storage 
systems can be challenging. 
It is vital to understand the interactions between two effects, namely 
the disinfectant residual and the AOC level, in reclaimed water dis- 
tribution and storage systems. The information can give indications for 
water utilities and/or operators on either disinfectant dosage or AOC 
control for bacterial regrowth control. In general, prior to optimization 
of disinfectant residual, enhancement of AOC removal can be necessary. 
Supplemental treatment at end use sites can also be conducted when 
needed. Some studies have established biological stability curves in 
drinking water distribution systems where acceptable AOC levels at 
different chlorine residual can be calculated out (Srinivasan and 
Harrington, 2007; Ohkouchi et al., 2012). Similar biological stability 
curves for water reuse systems can also be considered in future re- 
search. 
 
4.1.2. Microbial surveillance and proposal of new indicators in guidelines 





primarily accounts for bacterial growth. Particularly, many studies have 
detected that water-based opportunistic pathogens (e.g. Aeromonas, 
Legionella, Mycobacterium and Pseudomonas) presented more frequently 
in reclaimed water distribution and storage systems than waterborne 
indicators (e.g. Escherichia coli, Enterococci and coliforms) (Norton et al., 
2004; Ajibode et al., 2013). Jjemba et al. (2010) concluded that My- 
cobacterium was more often detected than other species, which occurred 
most frequently in MBR systems. 
Opportunistic pathogens have several distinct characteristics which 
ease their proliferation in reclaimed water distribution and storage 
systems. They can be resistant to disinfection, reside in biofilms which 
act as shields from the bulk water environment, and are capable of 
growing at low organic carbon concentrations. The absence of compe- 
titive microflora and stagnation of water in systems are also conducive 
to their growth (Edwards et al., 2013; Garner et al., 2016). Although 
health risks related to these pathogens in reclaimed water (e.g. in- 
fectious doses and magnitude of exposure) are under-researched, it is 
worth noting that unlike most fecal pathogens, opportunistic pathogens 
infect via alternative routes (e.g. skin, eyes or lungs) rather than typi- 
cally impacting the gastrointestinal system. An overview of non-tradi- 
tional routes of exposure to opportunistic pathogens in reclaimed water 
can be found in Garner et al. (2016). 
Thus, if reclaimed water is only supplied for applications with 
limited public exposure, fecal indicators might be adequate to be used 
for water quality monitoring at the WRP and within the distribution 
and storage system. However, for water reuse applications in which 
exposure routes may involve the inhalation of aerosols (e.g. cooling 
towers, toilet flushing, car washing and road cleaning) and/or dermal 
contact (e.g. landscape irrigation and recreational uses), special con- 
cerns should be given to opportunistic pathogens. Additional studies in 
health risk assessment should be further carried out to better under- 
stand the microbial quality and health risks of water-based pathogens 
(Jjemba  et  al.,  2010, Thomure  et  al., 2014;  Garner  et al.,  2016). 
Currently, most of the existing guidelines for reclaimed water 
quality monitoring only focus on indicator bacteria, namely coliforms, 
E. coli and HPCs for reclaimed water quality monitoring (US EPA, 
2012). However, these indicator organisms are mostly non-pathogenic 
and various studies have reported that the absence of indicator bacteria 
did not preclude the survival and regrowth of potentially pathogenic 
organisms (Jjemba et al., 2010). These findings suggested the need for 
microbial surveillance as well as the necessity of new indicators for 
water-based pathogens to be further researched and proposed (Ajibode 
et  al.,  2013;  Thomure  et  al., 2014). 
 
4.2. Establishment of threshold values of AOC for biologically stable 
reclaimed water 
 
Having identified the importance of AOC control for restricting 
microbial growth and indicating regrowth potential in water reuse 
systems, biological stability curves can be developed based on HPC or 
coliform growth, AOC test and disinfectant residual data. According to 
these curves, threshold values of AOC can be identified under different 
scenarios, below which water can be considered as biologically stable 
(Shan et al., 2005). Proposed threshold values of AOC to achieve bio- 
logical stability in drinking water can be found in Page and Dillon 
(2007), Ohkouchi et al. (2012) and Thayanukul et al. (2013). 
Presently, there is no published threshold value of AOC for biolo- 
gical stability control and management of reclaimed water. Given the 
abundance of organic matter and unique nature of microbial compo- 
sition in reclaimed water, the established AOC threshold values in 
drinking water cannot be transferred to reclaimed water simply and 
directly. As a consequence, the establishment of proper AOC threshold 
values in reclaimed water still needs more investigations. As such, it is 
suggested to consider the application of advanced AOC bioassay tech- 
niques and determine the allowable HPC growth according to different 
water  reuse  purposes  and  water  quality  requirements.  It  is  also 
important to take into account of temperature, pH, pipe material, bio- 
film formation and planktonic bacterial growth (Srinivasan and 
Harrington, 2007). The identified threshold values of AOC in reclaimed 
water could contribute to the feasibility and effectiveness of biological 
stability goals for sustainable water reuse. 
 
4.3. Rapid AOC assessment tool and possible surrogate for AOC formation 
 
Although AOC bioassay is a viable and effective research tool for 
assessing biological stability of reclaimed water, it could be difficult to 
be applied for real-time process control and management at WRPs, 
distribution system and end use sites owing to the prolonged mea- 
surement time, cost and technical expertise requirements. Under these 
circumstances, some fast analysis kits, techniques or modelling tools are 
increasingly being developed, such as the microbial fuel cell based AOC 
biosensor under marine conditions (Quek et al., 2015) and rapid bio- 
luminescence AOC tests based on Vibrio fischeri (Jeong et al., 2013). 
These tools are able to dramatically reduce the bioassay time to several 
hours or even few minutes, but their stability in performance, proce- 
dures and possible field application for reclaimed water still require 
extensive investigation. 
Alternatively, readily measurable surrogate parameters of AOC can 
provide an approach to evaluate water quality characteristics without 
performing difficult and tedious analyses (Dickenson et al., 2009). As 
oxalate is a known product formed through oxidation of DOMs by most 
oxidants, Ramseier et al. (2011) evaluated the relationship between the 
oxalate formation and AOC during ozonation. Because of a weak cor- 
relation, they concluded that oxalate could not be considered as a 
surrogate for AOC formation during oxidative water treatment. Com- 
paratively, other publications discovered that differentials in UV254 
absorbance removal (i.e. organic matters with aromaticity) could serve 
as potentially viable surrogates to assess the formation of AOC during 
reclaimed water ozonation process (Dickenson et al., 2009). The re- 
duction of UV254 absorbance could generally suggest the reaction of 
ozone with aromatic and humic contents in water (Weishaar et al., 
2003) and ozonation could result in the changes of high molecular 
weight organic matters thereby leading to elevated AOC levels. 
Therefore, the real-time monitoring of UV254 absorbance fluctuations 
during reclaimed water ozonation process at WRPs is likely to provide 
indications for the variations of water quality biological stability and 
system failures. Additional possible surrogates for AOC can be further 
researched in future studies. 
 
5. Perspectives  and  future  research directions 
 
While advanced treatment and disinfection technologies can gen- 
erally produce high quality reclaimed water in terms of conventional 
indicators (e.g. BOD, COD, TOC and nutrient removal), their effects on 
significant AOC changes are often neglected. For efficient biological 
stability control, understanding the variation of AOC levels during 
treatment trains becomes important. Based on existing literature, bio- 
logical treatment approaches in addition to chemical oxidation tech- 
nologies (e.g. ozonation and chlorine disinfection) are suggested to be 
conducted and researched further to effectively remove AOC fractions. 
Alternatively, attentions could be paid to limit AOC concentrations in 
reclaimed water. A major knowledge gap is to what degree AOC level 
should be quantitatively controlled. Establishing biological stability 
curves and AOC threshold values may possibly help to fill this gap but 
requires further detailed research. A number of factors such as ambient 
environment, HPC growth, AOC level, disinfectant residual should be 
determined. 
For biological safety concerns, further research is also needed for 
the interactions and competition processes between general bacteria 
and pathogens. The identification of opportunistic pathogens in re- 
claimed water distribution systems enlarges current cognition on the 





reclaimed water. This meanwhile call for microbial surveillance in 
water quality monitoring and new indicators to be developed in 
guidelines and/or regulations. In terms of analytical techniques, the 
diversity of microbial species and their competition processes for AOC 
highlight the importance of using direct microbial qualitative and 
quantitative tools. It is worth mentioning that although recent ad- 
vanced molecular techniques are able to quantify the microbial quan- 
tity and type in reclaimed water, indicator parameters (e.g. AOC) are 
important to give an overall indication of bacterial regrowth potential. 
Future studies should expand AOC analyses from laboratory research 
into real-time field applications, particularly along with the reclaimed 




With the growing trend of water reuse worldwide, issues on biolo- 
gical stability of reclaimed water raise concern. To produce a biologi- 
cally stable water, restricting the AOC level during advanced treatment 
trains is indispensable, which can create a nutritionally stressed en- 
vironment for microorganisms, while restricting reactions of organic 
compounds with disinfectants in the subsequent reclaimed water dis- 
tribution, storage and end uses. Continuous understanding on microbial 
composition and surveillance can further help to perform sound control 
and management strategies. Development of rapid assessment tools and 
surrogates can extend the application of biological stability assessment 
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